NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WOH 8012023)

MONTH:  Jan 2009 | RAW l |  TREATED
|Mineral Analysis | | mg/L. | I mg/L
Residue on Evaporation 294 344
Silica (Si02) 6.60 5.97
Iron (Fe) 0.237 <0.200
Caicium (Ca) 46.5 52.1
Magnesium {Mg) 6.50 6.51
Sodium {Na) 34.2 41.9
Potassium (K) 4.92 4.88
Bicarbonates (HCQO3) 127 112
Carbonates (CO3) 0 0
Hydroxides {OH) 0 0
Sulfate (S04) 33.2 777
Nitrite (NO2) <0.0200 <0.0200
Nitrate (NO3) .258 0.247
Chloride (Cl) 35.7 35.1
Fluoride {F) 0.274 0.595
Phosphaies (PO4) <0.0500 <0.0500
|\Nater Stability mag/L as CaCO3 mg/L as CaCO3
Total Alkalinity 104 91.9
Phenolphthalein Alkalinity 0 0
Noncarbonate Hardness 51.8 84.3
Total Hardness 156 176
Langelier Index - [-0.331]
[Trace Element Analysis mg/L | ] mg/L
Arsenic (As) <(.00500 <0,00500
Barium {Ba) 0.0548 0.0430
Cadmium (Cd) <0.00100 <0.00100
Chromium (Cr) <00,00500 <0.00500
Copper (Cu) 0.00969 0.0516
fron {Fe) 0.237 <(3.200
Lead {Pb) <0.00100 <0.00100
Manganese (Mn) 0.0358 0.00195
Mercury (Hg) <(.000100 <0.000100
Nickel (Ni) 0.00340 0.00372
Selenium {Se) <0.00100 <0.00100
Silver (Ag) <0.00100 <0.00100
Zinc {Zn) <0.0100 <0.0100
|Other Analysis 1 | Units | | Units
Chlorine Residual {mg/L) - 2.82
Total coliform ( Present/ Absent ) P A
pH (Standard Units) @ 25°C 7.98 7.69
Specific Conductance (Umhos) 500 583
Turbidity (NTU) 6.39 X 0.136*
Threshold Odor Number 17F 12E
Remarks:
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